Exposed portion of wall should have above grade waterproofing to prevent water from entering through wall face or construction joints and traveling down behind Paraseal.

Continuous paraterm bar nailed every 8" O.C. Finish grade should occur at or below Paraseal waterproofing.

Permanent Seam Tape at all vertical seams or any seam not orientated to shed water.

Superstop waterstop install 2" in from outer face of wall

Paraseal membrane with HDPE side facing installer

2" x 2" Continuous paragranular cant

Note: Paraseal products require a minimum 24 psf compaction/confine ment to be effective.